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QUESTION 1

A c7000 enclosure is fully populated with power supplies. Each power supply will have 2400W available if the N+1
power mode is configured. 

What is the total amount of available power in the enclosure? 

A. 7200W 

B. 12000W 

C. 14400W 

D. 16800W 

Correct Answer: C 

 

QUESTION 2

Which function of ProLiant Gen8 server blades constantly records configuration, performance, and operational data? 

A. Integrated Management Log 

B. Event Log 

C. Health Agent 

D. Active Health 

Correct Answer: D 

 

QUESTION 3

How many months is the support duration for a Service Pack for ProLiant versions release? 

A. 6 

B. 12 

C. 18 

D. 24 

Correct Answer: B 

 

QUESTION 4

An HP VC Flex-10 module must be replaced in a c3000 BladeSystem enclosure because one uplink port is defective. 
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What must you do before physically replacing the module? 

A. Copy the VCM logs to a flash drive. 

B. Copy the server profiles to a flash drive. 

C. Back up the Virtual Connect settings. 

D. Back up the enclosure EBIPA information. 

Correct Answer: C 

 

QUESTION 5

What are two standard features of the HP Modular Cooling System G2? (Select two.) 

A. Phone-home capability of a failing component 

B. Non hot-swappable high-airflow fans 

C. Support for two racks simultaneously 

D. Use of bi-directional cooling 

Correct Answer: CD 
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